
New Water mains
KEY

Fire hydrant
    with thrust block (off line) as per Irish Water

All Water Mains to be PE100 SDR 17 Polyethylene.
All House Water Connections to be PE80 SDR 11.
All Water Infrastructure to be Installed as
Per Irish Water's Standard Details.
All Water Systems to be Installed as Per Irish Water's Water Infrastructure Connections &
Developer Services. IW-CDS-5020-03.
All Services to be Installed as Per Irish Water's Water Separation Distances as Per Drawing
STD-W-11 Rev. 2

New Fire hydrant
    with thrust block (on line) as per Irish Water

New Fire hydrant
    with thrust block (Washout) as per Irish Water
    Standard Detail Drawing STD-W-30A Rev.2

All Fire Hydrant to be Located in 

    Standard Detail Drawing STD-W-18 Rev.3

    Standard Detail Drawing STD-W-19 Rev.4
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Trust Block
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    with Wash Out Hydrant as per Irish Water
New Scour valve
    Standard Detail Drawing STD-W-30A Rev.3

    as per Irish Water Standard 
    Detail Drawing STD-W-14 Rev.4

    as per Irish Water Standard 
    Detail Drawing STD-W-22 Rev.3

    as per Irish Water Standard 
    Detail Drawing STD-W-28 Rev.1

    as per Irish Water Standard 
    Detail Drawing STD-W-03 Rev.4
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    PE100  150Ø Internal unless otherwise noted
   All Pipe Diameter's noted are Internal

MB01
Electromagnetic Meter Chamber
as per Irish Water Standard Detail
Drawing STD-W-26 Rev.4
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